
----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

Client Name: Jacquelyn O'Dell

Billing Address: 1216 Cole Road

City, State, Zip: Cheyenne WY 82001-    
Phone: (307) 640-9957Inspection Date: 6/25/2008

Location of Property Inspected: 1216 Cole Road 
Cheyenne WY

General Home Inspection $300.00

Other $0.00

Other $0.00

Other $0.00

Other $0.00

INVOICE # WOC2032

$300.00Subtotal:

*   Thank you for choosing NPI .  *

Agent:

$300.00Total Amount Due Upon Receipt

Inspection Time: 830AM

paid in Full on 25 June 2008 with check #2071.

E-mail Address:
Work Phone:
Cell Phone:
Pager:
Fax:

Agency:

,   

Listing Agent:
E-mail Address:
Work Phone:
Cell Phone:
Pager:
Fax:

Agency:

,   

William Cushing

1665 Blues Drive
Cheyenne, WY 82007

National Property Inspections

(307)433-0443

"Independently Owned and Operated"
Thank you for choosing NPI.

I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

Date: 6/25/2008

Location of Proper ty Inspected: 1216 Cole Road 
Cheyenne WY

GENERAL INFORMATION

Inspector 's Name: William Cushing Phone: (307) 433-0443

--

 GENERAL CONDITIONS AT TIME OF INSPECTION:

Yes NoDwelling Occupied

Temperature: 75oEstimated Age of House: 21 Years

N S E WHouse Faces:

Weather: Sunny

Soil Conditions:
23

Buyer Buyer's AgentSeller

Seller's Agent

Persons Present:

Type of Dwelling: Single Multi

Primary Construction: Wood Block

Other:Brick Other:

Dry Damp Snow Frozen

F

 DEFINITIONS:

Below are listed the definitions used throughout the report to describe each feature of the property.

ACC

MAR

NI

NP

DEF

(ACCEPTABLE)

(MARGINAL)

(NOT INSPECTED)

(NOT PRESENT)

(DEFECTIVE)

The item/system was performing its intended function at the time of the inspection.

The item/system was marginally acceptable. (It performed its designed function as of the
time of the inspection.  However, due to age and/or deterioration, it will likely require early repair or 
replacement.)

The item/system was not inspected due to safety concerns, inaccessibility and/or 
concealment or seasonal conditions.

The item/system does not exist or was visually concealed at the time of the inspection.

The item/system failed to operate/perform its intended function, was structurally 
deficient, was unsafe or was hazardous at the time of the inspection.

 SCOPE OF THE INSPECTION:
National Property Inspections wishes to remind you, every home requires a certain amount of ongoing maintenance, 
such as, clogged drains, servicing of furnaces, air conditioners, water heaters, etc.  This home will be no exception.  
It is suggested that you budget for regular maintenance/repairs.

The following report is based on visual inspection only of the accessible areas of this property.  Please read and 
study the entire report carefully.  The following items may be of special interest.

  Thi s i nspect i on i s a pr e- l i s t i ng i nspect i on.  Ther e ar e no buyer s i nvol ved at  t hi s t i me.  Thi s 
i nspect i on i s desi gned t o be used as a gui de f or  t he cur r ent  owner  t o r epai r  any def ect s f ound pr i or  t o 
a sal e.   

COMMENTS

"Independently Owned and Operated"
Thank you for choosing NPI.

I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

LOTS AND GROUNDS

 GRADING/DRAINAGE

EXTERIOR 1

Monitor  Condition Recommend Repairs

Near Level Positive Slope

Comments:   No di scr epanci es wer e not ed at  t he t i me of  t hi s i nspect i on.   

ACC MAR NI NP DEF

Negative Slope Ponding

 DRIVEWAY Monitor  Condition Recommend Repairs

Comments:   No di scr epanci es not ed at  t i me of  i nspect i on.   

Concrete Asphalt Brick Gravel Other

ACC MAR NI NP DEF

General Deterioration Cracks Settlement

 WALKS/STEPS Monitor  Condition Recommend Repairs

Comments: Thi s i ncl udes t he concr et e wal kway al ong t he f r ont  of  t he house and t he f l agst one wal kway i n 
f r ont .

Concrete Flagstone Brick Wood Other

ACC MAR NI NP DEF

General Deterioration Handrail Loose/Missing Cracks/Settlement Tripping Hazard Poor Earth / Wood Clearance

PORCHES/STOOPS Monitor  Condition Recommend Repairs

Comments:

Enclosed Open

ACC MAR NI NP DEF

General Deterioration Settlement Poor Earth to Wood Clearance Handrail Loose/Missing

DECKS/BALCONY Monitor  Condition Recommend Repairs

Comments:

Wood Other

ACC MAR NI NP DEF

General Deterioration

Railing/Handrail Loose

Defective Posts/Boards

Rail Opening Unsafe

No Footings Evident

Needs Joist Hangers

Poor Earth / Wood Clearance

Not Bolted to House

PATIO Monitor  Condition Recommend Repairs

Comments:

Concrete Brick Flagstone Other

ACC MAR NI NP DEF

General Deterioration Cracks Settlement Slopes Toward House

"Independently Owned and Operated"
Thank you for choosing NPI.

I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

RETAINING WALLS
ACC MAR NI NP DEF

Monitor  Condition Recommend Repairs

Comments: Locat ed on t he east  s i de of  t he home.  Thi s i s  mor e decor at i ve t han necessar y.

Sides Driveway Front Rear
Concrete Block Timber Stone
Brick Other
General Deterioration Weep Holes Needed Cracks Leaning

EXTERIOR EXTERIOR 2

Monitor  Condition Recommend Repairs

Comments:
  Roof  i s  a si ngl e l ayer  t ab st y l e ( Her i t age)  shi ngl e.  I t  has t ypi cal  wear  of  a r oof  t hi s age.  
No r epai r s r ecommended at  t hi s t i me .   

ACC MAR NI NP DEF

ROOFING

Layers 1

Visual From Ground Walked On Ladder At Eaves Snow Covered

Asphalt/Composition Wood Shake Wood Shingle Tile

Tar and Gravel Metal Rolled Composition Slate

Other

LEAKS NOT ALWAYS DETECTABLE

Suspected Leak

Excessive Granular Loss

Missing Shingles

Bubbling

Cupping/Curling/Lifting/Brittle

Trim Trees/Branches

Previous Repairs Noted

--2 3Age --20 25Design L ifeyear(s) year(s)

Membrane

Improper Installation

FLASHING/VALLEYS Monitor  Condition Recommend Repairs

Comments:   No di scr epanci es not ed at  t he t i me of  t hi s i nspect i on.   

ACC MAR NI NP DEF

Metal Composition/Membrane Other

General Deterioration

Suspected Leaks

Rust

Exposed Nails

Improper Installation

Previous Repairs Noted Filled with Debris

SKYLIGHTS
ACC MAR NI NP DEF

Monitor  Condition Recommend Repairs

Comments:

Fixed/stationary Operable

Suspected Leaks Caulking Needed Fogged Cracked

"Independently Owned and Operated"
Thank you for choosing NPI.

I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

CHIMNEY Monitor  Condition Recommend Repairs

Comments:

The smal l  chi mney l ocat ed on t he nor t heast  end needs t o be c l eaned.  The l ar ger  chi mney i s no 
l onger  i n use.

ACC MAR NI NP DEF

Brick/Masonry Framed Metal Other

Flue not inspected. Annual cleaning is recommended.

General Deterioration

Separated from House

Suspected Leak

Unlined

Deteriorated/Missing Cap

Deteriorated Brick/Mortar

Improper Height

Out of Plumb

EXTERIOR EXTERIOR 3

GUTTERS/DOWNSPOUTS Monitor  Condition Recommend Repairs

Comments:   Recommend i nst al l i ng gut t er s,  downspout s and ext ensi ons.   Thi s i s  a r ecommendat i on onl y.

ACC MAR NI NP DEF

Aluminum Copper Steel Vinyl Other

Missing

Filled with Debris

Rust/Corroded

Missing Extension/Splash Block

Leaking Loose Misaligned

 SIDING/TRIM
ACC MAR NI NP DEF

EXTERIOR SURFACE Monitor  Condition Recommend Repairs

Comments: The wat er  hydr ant  i n t he f r ont  of  t he house l eaks ar ound t he val ve st em when t ur ned on.  
The GFCI  out l et  i n t he sout hwest  ent r ance i s def ect i ve and shoul d be r epl aced.

Wood Metal Vinyl

BrickComposite Veneer Other

General Deterioration Needs Paint Missing/Loose Cracked Poor Earth / Siding Clearance

Stucco

 EXTERIOR FAUCETS
 EXTERIOR ELECTRICAL OUTLETS

Synthetic Stucco

Needs Caulked/Sealed

 WINDOWS Monitor  Condition Recommend Repairs

Comments:   No di scr epanci es not ed at  t i me of  i nspect i on.   

ACC MAR NI NP DEF

Wood Vinyl Metal

Insulated Panes Single Pane
Other

General Deterioration Needs Caulked/Sealed FoggedDefective/Damaged Storm Windows Needs Paint/Finish
Window Wells

"Independently Owned and Operated"
Thank you for choosing NPI.

I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

EXTERIOR DOORS Monitor  Condition Recommend Repairs

Comments:   No di scr epanci es not ed at  t i me of  i nspect i on.   

ACC MAR NI NP DEF

Wood Metal Other

General Deterioration

Screen/Storm Door Damaged

Delaminated/Damaged

Evidence of Leak

Missing/Damaged Hardware

Repair/Replace Weather-stripping

Doorbell Inoperative

Vinyl Fiberglass

Needs Caulked/Sealed

EXTERIOR EXTERIOR 4

FOUNDATION Monitor  Condition Recommend Repairs

Comments: Due t o t he desi gn and st y l e of  t he home t he s l ab i s onl y checked f r omt  eh i nt er i or .

ACC MAR NI NP DEF

Concrete Block Concrete Slab Post/Pier

Brick Stone Wood Sub-grade Entryway

General Deterioration Horizontal Cracks

Limited Observation

Step Cracks

Needs Caulked/Sealed

Vertical Cracks

Trim Vegetation

FLOOR/WALLS/CEILING/ELECTRICAL

Monitor  Condition Recommend Repairs

Comments: Ther e i s one out l et  on t he east  wal l  t hat  i s  br oken and shoul d be r epl aced.

ACC MAR NI NP DEF

GARAGE/CARPORT Attached Detached Carpor t 1 Car 2 Car 3 or  More Car

General Deterioration

Outlets NOT GFCI Protected

Settlement/Movement Cracked Obscured/Limited View

ROOF (if detached from dwelling)
SIDING/TRIM (if detached)

Electrical Deficiencies

DOOR(S) Monitor  Condition Recommend Repairs

Comments:   No di scr epanci es not ed at  t i me of  i nspect i on.   

ACC MAR NI NP DEF

# of Openers 1

Wood Metal Fiberglass Other

General Deterioration

Missing/Damaged Hardware

Loose Track

Damaged/Inoperative

Repair/Replace Weather-stripping

Repair/Adjust Automatic Reverse

"Independently Owned and Operated"
Thank you for choosing NPI.

I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

 METHOD OF INSPECTION

ATTIC/ROOF

 FRAMING/SHEATHING Monitor  Condition Recommend Repairs

ACC MAR NI NP DEF

Trusses Rafters Plywood/Panel Board/Boards Other

Comments:

  No di scr epanci es not ed at  t i me of  i nspect i on.   

Broken Rafters/Trusses Water Stains/Suspected Leaks Deflection Delaminated

Physical Entry Visual From Access No Access/Limited View

Leaks not always detectible.

INTERIOR STRUCTURE INTERIOR 1

 VENTILATION Monitor  Condition Recommend Repairs

Comments:

ACC MAR NI NP DEF

Gable Ridge Soffit Static/Turbine

Turbine Attic Fan Whole House Fan

Additional Vents Needed Clothes Dryer/Exhaust Fans Vented Into Attic Obstructed Air FlowNo Venting

INSULATION Monitor  Condition Recommend Repairs

Comments: 10- 12 i nches of  r ock wool  = R38

ACC MAR NI NP DEF

Loose Fill Blanket

Missing Uneven Distribution

ATTIC ELECTRICAL Monitor  Condition Recommend Repairs

Comments:

The j unct i on box i nsi de t he access f or  t he 220 shoul d have a cover .

ACC MAR NI NP DEF

Open Splices/Junction Boxes
L imited visibility due to obstructions.  See Electr ical Section for  additional information.

"Independently Owned and Operated"
Thank you for choosing NPI.

I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

FRAMING/SUPPORT Monitor  Condition Recommend Repairs

Comments:

FOUNDATION TYPE Basement Crawl Space Slab on Grade Other

General Deterioration

Limited Observation

Horizontal Cracks

Leaning/Bowing

Step Cracks

Efflorescence/Suspected Leak

Vertical Cracks

Inadequate Ventilation

ACC MAR NI NP DEF

INTERIOR FOUNDATION INTERIOR 2

FLOOR/SLAB Monitor  Condition Recommend Repairs

Comments:

ACC MAR NI NP DEF

Concrete Wood Other

Settlement Cracks Differential Obscured/Covered

CRAWL SPACE Monitor  Condition Recommend Repairs

Comments:

ACC MAR NI NP DEF

Physical Entry Visual From Access No Access Limited Access

Standing Water

Suspected Plumbing Leak

Inadequate Ventilation

Suspected Water Intrusion Tree/Shrub Penetration

Missing/Improper Vapor Barrier Damaged/Deteriorated Wood

SUMP/SUMP PUMP Monitor  Condition Recommend Repairs

ACC MAR NI NP DEF

Covered No Pump Present Dry at time of Inspection

Comments:

"Independently Owned and Operated"
Thank you for choosing NPI.

I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

  PANEL
  SUB-PANEL
  BRANCH CIRCUITS
  BONDING/GROUNDING
  GFCI  (in panel)*
  SMOKE DETECTORS*

  ENTRANCE CABLE
  SERVICE

SERVICE SIZE

 

Comments:     Syst em i s a t ypi cal  3 wi r e s i ngl e phase syst em.  
Not ed -  2 doubl e t apped br eaker s i n t he panel .

ACC MAR NI NP DEF

ELECTRICAL Monitor  Condition Recommend Repairs

60 AMP 100 AMP 150 AMP 200 AMP Undetermined

   *SMOKE DETECTORS/GFCI 'S CHECKED WITH TEST BUTTON ONLY.  MONTHLY TESTS RECOMMENDED.

Overhead Underground

Aluminum Copper Other
Breakers Fuses Combination

Solid Aluminum Copper Other

Overfused

Loose Connections

Improper Splices

Double Tapping

No Main Disconnect

Open Knockouts

Rust/Corrosion

Fuses/Breakers Incorrectly Size

Water Meter Not Jumpered

Insufficient Access

Overheating/Scorching

Improper Ground

110 Volt (Nominal) 110/220 Volt (Nominal) 120/240 Volt (Nominal)

Other

Breakers Fuses Combination

Location Garage
Location Barn

125 AMP

ELECTRICAL/PLUMBING INTERIOR 3

  SUPPLY

  EJECTOR PUMP

 WATER SERVICE

PLUMBING*

 SEWAGE SERVICE

  DRAINS

  VENTS

  SHUT OFF LOCATIONS:
[                         ]

[                         ]

 Monitor  Condition Recommend Repairs

Public Private

On Off

Public Private

ACC MAR NI NP DEF

Galvanized Plastic

Comments:   No di scr epanci es not ed at  t i me of  i nspect i on.   

  *MAIN UTILITY LINES, SEPTIC SYSTEMS AND GRAY WATER SYSTEMS ARE EXCLUDED FROM THIS INSPECTION.

General Deterioration

Missing/Improper Cleanouts

Improper Connections

Suspected Leaks

Low Flow

Improper Venting Water Hammer/Noise

Water Conditioner Not Part of Inspection

Water: Rear of Garage
Electric On OffFuel:

Copper Galvanized Plastic Polybutylene PEX Other

PVC Cast Iron Copper Other

 WATER HEATER Monitor  Condition Recommend Repairs

ACC MAR NI NP DEF

Gas Electric Oil Solar Integral with Boiler

40Size

Comments: Ther e ar e 3 separ at e wat er  heat er s.  Al l  seem t o be wor ki ng pr oper l y at  t he t i me of  t hi s 
i nspect i on.
Mod#87H- 50D Ser #0985D03049 Uni t  2 Ser #0985400194 Mod#87H40D Uni t  #3 Ser #0985400191  Uni t s ar e 
accept abl e but  r at ed mar gi nal  due t o age.

Leaks

Improper Elevation

Gas Leak

Insulation Blanket Obstructs View

Missing/Improper Pressure Relief Valves/Extension

At or Near Design Life

Rust/Corrosion

Faulty Flue Connection

Beyond Design Life

Age Design L ife--23 --15 20year(s) year(s)gal. Brand Rheem

"Independently Owned and Operated"
Thank you for choosing NPI.

I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

  

  Laundry Tub

  Utility Hookups

  Dryer  Vents

  Drain

LAUNDRY FACILITIES

Comments:   No di scr epanci es not ed at  t i me of  i nspect i on.   

North wall

Monitor  Condition Recommend Repairs ACC MAR NI NP DEF

Location

ElectricDryer : Gas

"Independently Owned and Operated"
Thank you for choosing NPI.

I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

 OPERATION

--HEATING

Comments:
Ther e ar e 2 over head el ect r i c  heat er s at  each end of  t he house.  The owner  i ndi cat ed t hat  t he 
house has been pr i mar i l y  heat ed wi t h t he pel l et  st ove and t he el ect r i c  heat er s ar e backup.

Monitor  Condition Recommend Repairs ACC MAR NI NP DEF

BTUs

 ABOVE GROUND STORAGE TANKS

Forced Air Heat Pump Boiler/Hot Water Steam

Baseboard/Radiant Gravity Other

Gas Electric Oil Propane Other

Heat Exchanger  - Unable to detect cracks/holes without dismantling unit.

Unit #

Rusted Heat Exchanger

Corroded/Leaking

At Or Near Design Life

Unusual Flame Pattern

Beyond Design Life

Too Warm To Test

Missing/Improper Pressure Relief Valve Leaks

Needs Normal Maintenance/Cleaning

Shut Down For Season

Inproper Temp Rise

21 23 --Age Design L ifeyear(s) year(s)Brand

Underground storage
Tank NOT part of 
Inspection

 HUMIDIFIER

HEATING &  AIR INTERIOR 4

DRAFT CONTROL/VENT Monitor  Condition Recommend Repairs

ACC MAR NI NP DEF

Metal Pipe PVC Other

Negative Slope

Excessive Corrosion/Perforation

Improper Connection

Obstruction Inadequate/Marginal Combustion Air

Improper Size Loose Connection Leaks

Comments:

Inadequate Flue Clearance

CONTROLS/THERMOSTAT

DISTRIBUTION

BLOWER

Monitor  Condition Recommend Repairs

Comments:

ACC MAR NI NP DEF

CIRCULATOR PUMP

(Calibrations/timed functions not checked)

Radiators BaseboardDuctwork Other

Rusted

Air Leaks Noted at Plenum/Duct Joints

Dirty Filter Crushed/Disconnected Ducts

Noisy Blower Circulator Pump Leaking/Noisy/Inoperable

OPERATION Monitor  Condition Recommend Repairs

Comments:

ACC MAR NI NP DEF

Electric Gas

AIR CONDITIONER
Model Size

Other

Central Wall OtherSwamp Cooler

# of Units

Outside Unit Not Level Noisy Fan/Compressor Dirty/Damaged Condenser

Remove Obstructions/Vegetation

Temperature Differential Not Within Industry Standards

Beyond Design Life

No Outside Disconnect

At Or Near Design Life

Rust/Corrosion

Outside temperature too cold to test

No Pad Under Unit

--Age Design L ife year(s)year(s) --Brand

Missing/Improper Condensate Line

Window Units not Inspected

Needs Normal Maintenance/Cleaning

"Independently Owned and Operated"
Thank you for choosing NPI.

I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

 WINDOWS/TRIM

 INTERIOR DOORS/HARDWARE

 GFCI PROTECTION

 COUNTERTOPS/CABINETS

 EXHAUST FAN

 WATER PRESSURE/FLOW/DRAINAGE

 REFRIGERATOR

 GARBAGE DISPOSAL

 WALLS

 FLOOR/FINISH

 ELECTRICAL

 HEAT/AIR DISTRIBUTION

 SINK/FAUCET

 STOVE TOP/OVEN

 DISHWASHER/CROSS FLOW PROTECTION

 MICROWAVE

KITCHEN

Comments:   Recommend GFCI  out l et ( s)  be i nst al l ed f or  saf et y.   

 CEILINGS

Monitor  Condition Recommend Repairs ACC MAR NI NP DEF

(random sampling of outlets, switches, fixtures)

(built-in)

(built-in)

Gas Electric

Typical Cracks Stains

Improper Electrical Connection

Typical Cracks

Seized Noisy

(Checked with test button only)

Leaking Seal Clogged Drain

FoggedEvidence of Leak Inoperative

INTERIOR ROOMS INTERIOR 5

 WINDOWS/TRIM

 INTERIOR DOORS/HARDWARE

 CLOSET/STORAGE

 BUILT IN SHELVING

 MISCELLANEOUS

 WALLS

 FLOOR/FINISH

 ELECTRICAL

 HEAT/AIR DISTRIBUTION

 WET BAR

FAMILY ROOM
 CEILINGS

Monitor  Condition Recommend Repairs ACC MAR NI NP DEF

(random sampling of outlets, switches, fixtures)

Comments: Not e -  mi nor  def l ect i on al ong seam i n t he cei l i ng.  No r epai r s r ecommended.

Typical Cracks

Typical Cracks

FoggedEvidence of Leak Inoperative

GFCI Protection: Yes No

 OPERATION
Monitor  Condition Recommend Repairs

Comments: Uni t  i s  a pel l et  st ove.  Chi mney needs c l eani ng.

ACC MAR NI NP DEF

Woodburning Gas Log Gas Starter

Masonry Firebox Metal Firebox

Insert

Clean Out Trap

FIREPLACE*

*Annual cleaning is recommended. Fireplace design and soot / creosote buildup, in most cases, prevent view of chimney liner /cracks.

Number  of Fireplaces 1

Damper Bent/Inoperable

Damaged/Defective Doors

Poor Drafting Damaged Mortar/Firebrick

Missing Damper Stopper Recommend Cleaning

"Independently Owned and Operated"
Thank you for choosing NPI.

I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

 WINDOWS/TRIM Evidence of Leak

 CEILINGS/WALLS
ACC MAR NI NP DEF

 FLOOR/FINISH

 ELECTRICAL

 HEAT/AIR DISTRIBUTION

 INTERIOR DOORS/HARDWARE

 GFCI PROTECTION

 COUNTERTOPS/CABINETS

BATHROOM                                                                     

Comments: Some gr out  wor k i s needed ar ound some of  t he t i l es i n t he shower .  
The f aucet  i s  l oose and shoul d be secur ed.   Recommend i nst al l i ng GFCI  out l et ( s)  f or  saf et y.   

Monitor  Condition Recommend Repairs

(random sampling of outlets, switches, fixtures)

West End

 SINK/FAUCET

 TUB/SHOWER

 TILE WORK/ENCLOSURE

 TOILET

 JETTED TUB

 EXHAUST FAN
 WATER PRESSURE/FLOW/DRAINAGE

(Checked with Test Button only.  Monthly Test Recommended)

Typical Cracks Stains

Inoperative Fogged

Leaking Cracked/Damaged

Loose at Base Runs Continuously

Service Access: Yes No GFCI: Yes No

INTERIOR ROOMS INTERIOR 6

 CEILINGS/WALLS
ACC MAR NI NP DEF

 WINDOWS/TRIM Evidence of Leak

 FLOOR/FINISH

 ELECTRICAL

 HEAT/AIR DISTRIBUTION

 INTERIOR DOORS/HARDWARE

 GFCI PROTECTION

 COUNTERTOPS/CABINETS

BATHROOM                                                                     

Comments:   Recommend i nst al l i ng GFCI  out l et ( s)  f or  saf et y.   
The st opper  i n t he s i nk i s not  connect ed.
The t ub dr ai ned s l owl y.  Commonl y cause by hai r .

Monitor  Condition Recommend Repairs

(random sampling of outlets, switches, fixtures)

East end Left Side

 SINK/FAUCET

 TUB/SHOWER

 TILE WORK/ENCLOSURE

 TOILET

 JETTED TUB

 EXHAUST FAN
 WATER PRESSURE/FLOW/DRAINAGE

(Checked with Test Button only.  M onthly Test Recommended)

Typical Cracks Stains

Inoperative Fogged

Leaking Cracked/Damaged

Loose at Base Runs Continuously

Service Access: Yes No GFCI: Yes No

"Independently Owned and Operated"
Thank you for choosing NPI.

I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

 WINDOWS/TRIM Evidence of Leak

 CEILINGS/WALLS
ACC MAR NI NP DEF

 FLOOR/FINISH

 ELECTRICAL

 HEAT/AIR DISTRIBUTION

 INTERIOR DOORS/HARDWARE

 GFCI PROTECTION

 COUNTERTOPS/CABINETS

BATHROOM                                                                     

Comments:   Recommend i nst al l i ng GFCI  out l et ( s)  f or  saf et y.   
Tub dr ai ned s l owl y.  Commonl y caused by hai r  i n t he dr ai n.

Monitor  Condition Recommend Repairs

(random sampling of outlets, switches, fixtures)

East End Right Side.

 SINK/FAUCET

 TUB/SHOWER

 TILE WORK/ENCLOSURE

 TOILET

 JETTED TUB

 EXHAUST FAN
 WATER PRESSURE/FLOW/DRAINAGE

(Checked with Test Button only.  Monthly Test Recommended)

Typical Cracks Stains

Inoperative Fogged

Leaking Cracked/Damaged

Loose at Base Runs Continuously

Service Access: Yes No GFCI: Yes No

INTERIOR ROOMS INTERIOR 6

 CEILINGS/WALLS
ACC MAR NI NP DEF

 WINDOWS/TRIM Evidence of Leak

 FLOOR/FINISH

 ELECTRICAL

 HEAT/AIR DISTRIBUTION

 INTERIOR DOORS/HARDWARE

 GFCI PROTECTION

 COUNTERTOPS/CABINETS

BATHROOM                                                                     

Comments:

Monitor  Condition Recommend Repairs

(random sampling of outlets, switches, fixtures)

 SINK/FAUCET

 TUB/SHOWER

 TILE WORK/ENCLOSURE

 TOILET

 JETTED TUB

 EXHAUST FAN
 WATER PRESSURE/FLOW/DRAINAGE

(Checked with Test Button only.  M onthly Test Recommended)

Typical Cracks Stains

Inoperative Fogged

Leaking Cracked/Damaged

Loose at Base Runs Continuously

Service Access: Yes No GFCI: Yes No

"Independently Owned and Operated"
Thank you for choosing NPI.

I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

 CEILINGS
ACC MAR NI NP DEF

 WINDOWS/TRIM

 INTERIOR DOORS/HARDWARE

 ELECTRICAL

 WALLS

 FLOOR/FINISH

 CLOSET

 HEAT/AIR DISTRIBUTION

ROOM                                                                     

Comments:   No di scr epanci es not ed at  t i me of  i nspect i on.   

Monitor  Condition Recommend Repairs

(random sampling of outlets, switches, fixtures)

Formal Dining Room

Typical Cracks Stains

Typical Cracks

Inoperative FoggedEvidence of Leak

INTERIOR ROOMS INTERIOR 7

 CEILINGS
ACC MAR NI NP DEF

 WINDOWS/TRIM

 INTERIOR DOORS/HARDWARE

 ELECTRICAL

 WALLS

 FLOOR/FINISH

 CLOSET

 HEAT/AIR DISTRIBUTION

ROOM                                                                     

Comments:   No di scr epanci es not ed at  t i me of  i nspect i on.   

Monitor  Condition Recommend Repairs

(random sampling of outlets, switches, fixtures)

Office Area

Typical Cracks Stains

Typical Cracks

Inoperative FoggedEvidence of Leak

 CEILINGS
ACC MAR NI NP DEF

 WINDOWS/TRIM

 INTERIOR DOORS/HARDWARE

 ELECTRICAL

 WALLS

 FLOOR/FINISH

 CLOSET

 HEAT/AIR DISTRIBUTION

ROOM                                                                     

Comments:   No di scr epanci es not ed at  t i me of  i nspect i on.   
Not e -  Ther e i s a wat er  heat i ng uni t  i n t he c l oset .

Monitor  Condition Recommend Repairs

(random sampling of outlets, switches, fixtures)

Bedroom #1 Right

Typical Cracks Stains

Typical Cracks

Inoperative FoggedEvidence of Leak

A: ______________________

ACC MAR NI NP DEF
STAIRS / RAILINGS 

Missing Hand Rail Rail Opening Unsafe

Location:

Comments:

B: ______________________ C: ______________________

Railing/Handrail Loose Tripping Hazard Loose/Damaged Tread Riser

Monitor  Condition Recommend Repairs

"Independently Owned and Operated"
Thank you for choosing NPI.

I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

 CEILINGS
ACC MAR NI NP DEF

 WINDOWS/TRIM

 INTERIOR DOORS/HARDWARE

 ELECTRICAL

 WALLS

 FLOOR/FINISH

 CLOSET

 HEAT/AIR DISTRIBUTION

ROOM                                                                     

Comments:   No di scr epanci es not ed at  t i me of  i nspect i on.   

Monitor  Condition Recommend Repairs

(random sampling of outlets, switches, fixtures)

Bedroom #2 Center

Typical Cracks Stains

Typical Cracks

Inoperative FoggedEvidence of Leak

INTERIOR ROOMS INTERIOR 7

 CEILINGS
ACC MAR NI NP DEF

 WINDOWS/TRIM

 INTERIOR DOORS/HARDWARE

 ELECTRICAL

 WALLS

 FLOOR/FINISH

 CLOSET

 HEAT/AIR DISTRIBUTION

ROOM                                                                     

Comments:   No di scr epanci es not ed at  t i me of  i nspect i on.   
NOTE -  The 2 out l et s i n t he hal l way i ndi cat ed open gr ound.

Monitor  Condition Recommend Repairs

(random sampling of outlets, switches, fixtures)

Bedroom #3 Left

Typical Cracks Stains

Typical Cracks

Inoperative FoggedEvidence of Leak

 CEILINGS
ACC MAR NI NP DEF

 WINDOWS/TRIM

 INTERIOR DOORS/HARDWARE

 ELECTRICAL

 WALLS

 FLOOR/FINISH

 CLOSET

 HEAT/AIR DISTRIBUTION

ROOM                                                                     

Comments:

Monitor  Condition Recommend Repairs

(random sampling of outlets, switches, fixtures)

Typical Cracks Stains

Typical Cracks

Inoperative FoggedEvidence of Leak

A: ______________________

ACC MAR NI NP DEF
STAIRS / RAILINGS 

Missing Hand Rail Rail Opening Unsafe

Location:

Comments:

B: ______________________ C: ______________________

Railing/Handrail Loose Tripping Hazard Loose/Damaged Tread Riser

Monitor  Condition Recommend Repairs

"Independently Owned and Operated"
Thank you for choosing NPI.

I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

Jacquelyn O'Dell

1216 Cole Road 

Inspector:  William Cushing

(307) 433-0443

SUMMARY

Inspection Date:  6/25/2008

Exterior - Exterior 3 Chimney

The small chimney located on the northeast end needs to be cleaned. The larger chimney is no longer in 
use.

Defective

Exterior - Exterior 3 Exterior Surface

The water hydrant in the front of the house leaks around the valve stem when turned on. 
The GFCI outlet in the southwest entrance is defective and should be replaced.

Defective

Interior Structrure - Interior 1 Attic Electrical

The junction box inside the access for the 220 should have a cover.
Marginal

Electrical/Plumbing - Interior 3 Water Heater 1

There are 3 separate water heaters. All seem to be working properly at the time of this inspection.
Mod#87H-50D Ser#0985D03049 Unit 2 Ser#0985400194 Mod#87H40D Unit #3 Ser#0985400191  
Units are acceptable but rated marginal due to age.

Marginal

Interior Rooms - Interior 5 Fireplace 1

Unit is a pellet stove. Chimney needs cleaning.
Marginal

Interior Rooms - Interior 6 Bathroom 1a West End

Some grout work is needed around some of the tiles in the shower. 
The faucet is loose and should be secured.  Recommend installing GFCI outlet(s) for safety.  

Defective

Interior Rooms - Interior 6 Bathroom 1b East end Left Side

  Recommend installing GFCI outlet(s) for safety.  
The stopper in the sink is not connected.
The tub drained slowly. Commonly cause by hair.

Marginal

Interior Rooms - Interior6 Bathroom 2a East End Right Side.

  Recommend installing GFCI outlet(s) for safety.  
Tub drained slowly. Commonly caused by hair in the drain.

Marginal

Interior Rooms - Interior 7 Room 2b Bedroom #3 Left

  No discrepancies noted at time of inspection.  
NOTE - The 2 outlets in the hallway indicated open ground.

Marginal

"Independently Owned and Operated"
Thank you for choosing NPI.

I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

Supplemental (Septic/Well) Misc. Ext. Structures

The outlet under the panel needs replaced. The GFCI in the tack room is defective. 1 cracked outlet by 
the stalls needs replaced.

Defective

(MARGINAL) The item/system was marginally acceptable. (It performed its designed function as of the
time of the inspection.  However, due to age and/or deterioration, it will likely require early repair or 
replacement.)

DEF (DEFECTIVE) The item/system failed to operate/perform its intended function, was structurally 
deficient, was unsafe or was hazardous at the time of the inspection.

MAR

"Independently Owned and Operated"
Thank you for choosing NPI.

I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

Location of Proper ty Inspected: 1216 Cole Road 
Cheyenne WY

Front view of house. Rear view of house.

Chimney that needs cleaned. 220 outlet in the attic that should have a cover.

PHOTO PAGE

"Independently Owned and Operated"
Thank you for choosing NPI.

I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

SEPTIC SYSTEM*

 

Comments:

ACC MAR NI NP DEFMonitor  Condition Recommend Repairs

Tank Interior Visible Evidence of Recent Maintenance

Vacant - How Long Occupied

Snow/Ice Covered

*Septic systems are underground making it impossible to state, with cer tainty, their  overall condition.  All systems require regular  maintenance, such 
as pumping.  No one can predict when a system will fail.  This report comments only on the functionality on the day of inspection and is not a 
war ranty.

Sewer Gas Noticeable

Leach Field Problems Evident

Suspect Prior Backup Backup During Test

Tank Size Unknown

To Close To Well

Slow Drainage

Months

SUPPLEMENTAL SEPTIC/WELL

 gal.

Submersible Pump

WELL*

Comments:

ACC MAR NI NP DEFMonitor  Condition Recommend Repairs

Pr ivate Community

OccupiedVacant - How Long

Surface Pump

Flow Rate Storage CapacityGallons Per  Minute

Potability Sample Taken

*A well system requires ongoing maintenance.  Since most of the system is undgerground, it is impossible to state, with absolute cer tainty, its overall 
state of repair .  This is a visual inspection of the exposed areas only and is merely a comment on its overall working condition on this par ticular  day.

Tank Pressure lbs.

Recommended flow rate is a minimum of 3 gallons per  minute, after  30 minutes.

Source of Contamination Present

Leaks (above ground) Corrosion

To Close To Septic System

Missing/Defective Well Head (Riser)

Noisy Pump

Low Water Pressure

Missing/Faulty Gauge

Months

       ROOF / GUTTERS / DOWNSPOUTS

       UTILITIES
       STRUCTURAL
       INTERIOR FINISH
       DOORS / WINDOWS / HARDWARE
       STEPS / PORCH / DECK
       EXTERIOR FINISH

ACC MAR NI NP DEF

Comments: The out l et  under  t he panel  needs r epl aced.  The GFCI  i n t he t ack r oom i s def ect i ve.  1 cr acked 
out l et  by t he st al l s  needs r epl aced.

MISCELLANEOUS EXTERIOR STRUCTURES
Monitor  Condition Recommend Repairs

Storage Gazebo GreenhousePlayhouse Other Barn

Obstructed Exterior

Limited Interior Visibility

Poor Exterior Grading

Defective/Missing Floor

Deteriorated/Missing Handrails

Remove Vegetation

"Independently Owned and Operated"
Thank you for choosing NPI.

I f you have any questions concerning this report, please feel free to call.
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